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INQUS FIBER CONFORMING TO_AASHTO
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TROWELED & LIGHT BROOM FINISH7

40.0" (MAX.)
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1/4” SCORE MARKS
1/2" 1/2” DEEP 4’-0.C. (TYP.)

EXPANSION JOINT FILLER TO BE 1/2" MASTIC
BITUMINOUS FIBER CONFORMING TO AASHO
DESIGNATION M—33, TO BE USED AT 40.0" 0.C. AND
AT BUILDING WALLS AND OTHER FIXED OBJECTS

TYPICAL STANDARD SIDEWALK

NOT TO SCALE

12" 12", CONSTRUCTION JOINT 20’ MAX. SPACING
| ~SEAL W/SILICONE SEALER (CRAFCO OR EQUAL)

6"~3000P.S.I. CONCRETE
L_W/6x6, W 1.4xW 1.4

4" CLEAN SAND

\ L_12" MIN. COMPACTED, IN—PLACE
% SOILS (98% ASTM D1557)

1

1. ALL VALUES SHOWN ARE MINIMUM FOR A HYDROSTATIC PRESSURE OF 150 P.S..
AND A SOIL RESISTANCE OF 2000 LBS/SQ. FT. WITH PIPELINE HAVING A MINIMUM
OF 30" OF COVER.

2. THE ENGINEER WILL CONSIDER REDUCTIONS OF THRUST BLOCK SURFACE AREA
UPON SUBMITTAL OF APPROVED SOIL RESISTANT TEST RESULTS GREATER THAN
2000 LBS/SQ. FT.

3. THE LOCATION OF THRUST BLOCKS DEPENDS UPON THE DIRECTION OF THRUST
AND TYPE OF FITTINGS.

4. JOINT RESTRAINTS, SUCH AS MEGA LUGS, SHALL BE USED ON ALL FITTINGS.
5. MINIMUM CONCRETE THICKNESS 18”.

GROUT WASH

.

| — 8%c SCHEDULE 80 STEEL

4 PIPE FILLED WITH CONCRETE
L // PAINTED BROWN W/REFLECTIVE
[= ] TAPE
y Z
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~

FINISHED GRADE
£
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OB s S PN
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X %7
GALVANIZED GROUND SLEEVE NN
WITH STAINLESS STEEL COVER NIV

2.0 MIN.

NOTEUMATERIALS AND INSTALLATION SHA NFORM TO
MANUFACTURERS SPECIFICATIONS.

TYPICAL BOLLARD DETAIL

NOT TO SCALE
4" STRIPES
. ,ONE COAT
2| 4 WHITE PAINT
® 9'—0”

PARKING STALL

NOT TO SCALE

SEED & MULCH TRENCH AREA

MARKING TAPE

UNDISTURBED
SOILS

LIGHTLY COMPACTED
BACKFILL

COMPACT BACKFILL
IN TWO LAYERS
(AS SHOWN)

TRACER WIRE

COMPACT GRANULAR
MATERIAL

4” 70 6”

WATER LINE CROSS—SECTION

NOT TO SCALE

24"

24"

4—1/2" PUMPER CONNECTION/
TO FACE ROADWAY

BREAKAWAY FLANGE —~~,

”

|25

DRAIN TO REMAIN CLEAR

\NOT LESS THAN 1 CU. YD. OF

CRUSHED STONE OR GRAVEL

1. CONTRACTOR TO ADJUST FIRE HYDRANT TO FINISHED GRADE.
2. THRUST BLOCK, RETAINING RODS OR HYDRANT CONNECTOR ACCEPTABLE FOR RETAINING HYDRANT.

FIRE HYDRANT INSTALLATION

NOT TO SCALE
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TYPE ”C” SECTION
99 -9
STRAIGHT BARS 2’x 1/4” TYPE C

RETICULINE BARS 1-1/4"x3/16" RECOMMENDED MAXIMUM PIPE SIZES

BA
AP|

2’-0" WALL-18" PIPE

NDS 1-1/27x1/4"
3'-1" WALL-24" PIPE

PROX. WEIGHT 104 Lbs.

NOTE:
ALL INLETS SHALL HAVE ROLLOCKS POURED IN

12”

2’ DIA. CONC PAD
IRON FERRULE W/ BRASS

/COUNTERSUNK SCREW PLUG
l/‘_\
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CAST IRON WYE =
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PLUG ——— :D

CLEAN—OUT DETAIL

NOT TO SCALE

NOTES:

1. MAINTAIN 18” MINIMUM COVER OR USE 6 L.F.
CONCRETE ENCASEMENT

2. ALL LATERALS TO BE 4" UNLESS FLOW
DICTATES A LARGER DIAMETER.

Q

SEWER MAIN ——

: 45 REDUCING )
WY

4" PVC
! /<SERVICE

FLOW

i SERVICE SEWER MAIN
PLAN ™~ SECTION

TYPICAL LATERAL SEWER CONNECTION

INLET BOTTOM TO PREVENT PONDING OF WATER. NOT TO SCALE
9 -\
E.D.O.T. TYPE "C~ INLET~INDEX No. 232
NOT TO SCALE
NOTE:
HAY BALES SHALL BE PLACED AT COMMENCEMENT OF
CONSTRUCTION AND MAINTAINED THROUGHOUT PROJECT
COMPLETION AND STABILIZATION IN ACCORDANCE WITH
NWFWMD, F.D.0O.T., CITY AND COUNTY STANDARDS WHERE
. ., APPLICABLE.
OAK STAKE—-1" x 2
6.0" MAXIMUM o i T I : : I ; — r
STAPLE FABRIC TO POST BETWEEN POST | i f J f I | L THE
1 1 ! | ! T T | [ i T ! i T I | 1] 1
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POLYESTER OR POLYETHYLENE — —
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FENCE SECTION

FENCE ELEVATION

SILTATION FENCE DETAIL

NOT TO SCALE

DITCH BOTTOM INLET

PROTECTION AROUND INLETS
OR SIMILAR STRUCTURES

NOT TO SCALE
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